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1 INTRODUCTION 

The Odour Unit Pty Ltd (TOU) was commissioned by Veolia Environmental Services 

(Australia) Pty Ltd (VES) to undertake the eighteenth odour audit on the Clyde 

Transfer Terminal (CTT) on 2 November 2011.  This Odour Audit is the eighth to be 

carried out since the commissioning of the new forced air extraction system within the 

transfer building.  Odour Audit XVIII covers the 6-month period from May 2011 to 

November 2011.  The audit was carried out by TOU Engineer Michael Assal and TOU 

Odour Consultant James Schulz. 

 

Odour Audit requirements of the Conditions of Consent – 48(f) are outlined below: 

48. The Odour Management Plan must address, but is not necessarily 

limited to, the following issues: 

(f) An odour audit program which provides for a comprehensive odour 

audit of the premises and nearby commercial and residential areas, by 

an independent, appropriately qualified and experienced person, to be 

conducted 3-monthly for the initial 24 months of receiving un-

containerised waste at the terminal, 3-monthly for the 12 months 

following commissioning the odour control system subject to MOD-

133-11-2006, and 6-monthly thereafter, unless otherwise approved in 

writing by the Director-General. 

 

As with previous Audits, Odour Audit XVIII focused on issues relating to general 

housekeeping, fugitive odour emissions from the transfer building, ground level odour 

impacts, meteorological monitoring, complaints handling and actions on past Odour 

Audit recommendations.  The approach included a general inspection and smoke 

testing of the transfer building, inspection of the container packing area and site 

access roads; inspection of the complaint register; review of the site meteorological 

data log and equipment maintenance/calibration; and an off-site downwind field 

ambient odour survey.  

 

At the time of this Audit a light wind from the south/southeast was blowing. 
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2 FINDINGS 

2.1 Assessment of General Housekeeping 

2.1.1 Transfer Building 

There was approximately 150 tonnes of putrescible waste on the floor according to 

VES Staff. This tonnage is considered to be within the normal operational range of the 

transfer station. The transfer building floor area not covered by waste material was 

observed to be very clean, with no evidence of leachate or aged material.  General 

housekeeping procedures of the transfer building were good, as observed during a 

truck-unloading sequence. It was also observed that the site’s front-end loaders 

cleared the floor area of putrescible waste on a regular basis, minimising the exposed 

area of the Municipal Solid Waste (MSW).  

 

As with previous audits, and consistent with TOU’s experience at other transfer 

stations, there was a weak to distinct level of odour observed within the building.   

2.1.2 Container Packing Area and Site Roadways 

The container packing area and site roadways were very clean and well managed with 

no putrescible waste or leachate present. The container compacting/train packing area 

had the usual weak MSW odour present but it was confined to this area only.   This 

odour was observed to increase for a short period of 30-40 seconds, when one of the 

two compactors was undergoing a compacting cycle.  Independent of this Audit, TOU 

and VES have investigated this intermittent odour emission (see TOU Report Clyde 

Waste Transfer Terminal – Compactor Odour Investigation issued 25 August 2011) 

and concluded the air contained within the waste and the empty container 

(approximately 70 m3), that is forced to vent to atmosphere, is considered to have the 

potential to be detectable off-site. The investigation was carried out with the view to 

the possible capture and diversion to the building extraction and stack system. 

 

As with previous audits, the Site Manager informed the TOU auditor that the 

containers are cleaned off site at Veolia’s Woodlawn facility. The weight of each 

container is monitored to determine if there is any waste that has not been removed 
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completely from each container, which in turn reduces the likelihood of the containers 

contributing to the site’s odour levels.  

2.1.3 Odour Extraction System Maintenance 

Service documentation was provided and inspected for the maintenance of the odour 

extraction system (refer Appendix A).  Service logs were provided from May 2011 to 

September 2011. Each service log provided showed that the required maintenance 

was taking place and the odour extraction system was operating well.  It was noted 

that, during the service visit on 23 August 2011, the fan speed was decreased from 50 

Hz to 45 Hz to reduce energy consumption. TOU was informed by the Site Manager 

that this measure has not affected VES Clyde Conditions of Consent to maintain a 

minimum exit airflow velocity through the stack of 19.1m/s. It does not appear to have 

had any significant effect in regards to odour as no complaints have been received 

after turndown of the fan speed. 

2.1.4 Odour Minimising Procedures 

The Site Manager informed the auditor that odour minimisation procedures continue to 

be regularly reviewed at Tool Box meetings and new issues/recommendations are 

raised with all staff members at these meetings.  

2.1.5 Transfer Building  

Inspection of the transfer building revealed that most of the rubber mats that seal the 

breezeways were in place, with six (6) mats identified as fallen down and one (1) 

requiring repair/replacement. These were located on the west, north and east side of 

the plant. TOU informed VES staff of this and action should be taken as soon as 

possible. 

 

All other doors and roller shutters of the transfer building were found to be shut at the 

time of the odour audit, reducing the likelihood of odour impacts detected offsite. 

Similarly, the louvres on the end walls of the Transfer Building were observed to be 

permanently shut.  
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2.1.6 Truck Entrance Plastic Strips 

The truck entrance strips of the Transfer Building, used to reduce odour escaping 

through the opening, were found to be mostly intact with 4-6 panels missing/requiring 

repair. Action to rectify this should be taken as soon as possible. Experience has 

determined that these strips contribute to containing odour within the building and 

therefore require daily check-ups to ensure they are all intact. 

2.1.7 Smoke Testing 

As per previous audits smoke testing was carried out within the Transfer Building to 

assist in determining the effectiveness of the forced air extraction system as well as 

well as the extent to which the transfer building has been sealed from leaks.  Smoke 

was released from within the building from three (3) different points within the transfer 

building. Figure 1 shows the 3 points where the smoke was released within the 

Transfer Building.  These are identical locations to that used in previous audits. 

 

Truck Entrance

#1

#2

#3

Front-end 
Loader

 
Figure 1: Smoke testing release points within the Transfer Building. 

 

Smoke Testing Point #1  
Smoke testing at this location could not be thoroughly carried out due to an unforseen 

failure of the smoke machine during this audit. As a result, observations of air flow 

movements at this point could not be carried out. Notwithstanding this, given that the 

other two (2) points demonstrated air extraction from the building and based on 
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previous audits, it is reasonable to conclude similar results from previous audits i.e. 

smoke would initially move upwards towards the roof and gradually towards the 

extraction ducts. No odour was identified immediately outside of the terminal building 

adjacent to this sampling point. 

 

Smoke Testing Point #2 

Smoke released from the second point initially moved upwards in eddies and was 

gradually drawn into the extraction system.  

 

Smoke Testing Point #3 
Smoke released at this point initially rose gradually before being drawn upwards to the 

extraction system.  

 

The overall finding of the smoke testing was that the extraction system was effective in 

maintaining the stack as the main emission point of air from the building, with no 

evidence of any fugitive odour releases. 

2.1.8 Stormwater Retention Pond 

During this audit, a very weak leachate/stall water odour was intermittently detected 

outside of the Transfer Building. TOU was advised by VES staff that the Stormwater 

Retention Pond had been drained on the day. This intermittent background odour was 

and never has been detected off-site by TOU and is not deemed to be problematic. 

 

 

 



 

 
Veolia Environmental Services (Australia) Pty Limited 
Clyde Waste Transfer Terminal – Odour Audit XVIII 

 

9 

2.2 Odour Complaints Handling and Meteorological Data 

2.2.1 Odour Complaints Handling 

There were no complaints recorded in the complaints register since the last odour 

audit. 

2.2.2 Meteorological Data 

The meteorological data provided to TOU for the period from May 2011 to October 

2011 was inspected and found to be in good order. As previously, observations were 

recorded in 15-minute intervals, and included all parameters necessary to develop a 

meteorological dataset for odour dispersion modelling.  The exception is between the 

period of 26/08/2011 – 30/09/2011 where an issue with the datalogger resulted in the 

loss of data between this period and required a reboot of the Operating System. The 

resulting data loss was from the time taken to identify the fault and to order, setup and 

deliver a hire datalogger. The datalogger has since been repaired and is functioning 

as required.  

 

The weather station is located in an accessible area with no vegetation overgrown 

immediately around the weather station pole. Servicing and calibration were carried 

out as required in August 2011 by Hydrometric Consulting Services. The weather data 

calibration report for the service visit has been attached in Appendix B. 
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2.3 Field Ambient Odour Assessment Methodology 
At present, no Australian Standard exists for field based ambient odour assessment 

surveys. Consequently, The Odour Unit utilises a method for assessing the ground 

level impacts of odour emissions using a modified version of the German Standard 

VDI 3940 (1993) – ‘Determination of Odorants in Ambient Air by Field Inspections’.   

 

Field based ambient odour surveys are considered a valuable odour impact 

assessment tool as previous experience with ambient odour sampling and subsequent 

olfactometry testing suggests that accurate and useful ambient odour concentration 

data is difficult to obtain.  Therefore, TOU has adopted a more practical approach 

based on the field measurement of odour intensity.  With this method, calibrated and 

experienced odour specialists traverse the downwind surrounds of odour sources in a 

strategically mapped pattern, assessing the presence, character and intensity of any 

odours encountered and recording these observations along with wind speed and 

direction.  

 

An ambient odour assessment was performed offsite of the Clyde facility on 

02/11/2011 (1520 – 1620). The ambient odour assessment focused offsite as required 

by the Conditions of Consent on “…..nearby commercial and residential areas…..” 

(Section 48 (f)). The TOU assessors firstly determined the wind direction using a 

compass and then assessed downwind locations of the terminal building.    

 

The assessors spent a few minutes at each assessment location in order to gauge the 

effects of any odour impact.  If an odour was detected at a location, the assessors 

attempted to characterise it.  The general aim was to determine the extent of the 

impact of odours off-site and rank their intensity.  The ranking scale for the German 

Standard VDI 3940 ‘Determination of Odorants in Ambient Air by Field Inspections’ 

was used for the intensity assessments.  The standard’s ranking system is based on 

the following seven-point intensity scale. 
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VDI 3940 – Intensity Scale 

 

0 Not Detectable 

1 Very Weak 

2 Weak 

3 Distinct 

4 Strong 

5 Very Strong 

6 Extremely Strong 

 

2.3.1 Field Ambient Odour Assessment - Results 

A weak (intensity score 2) intermittent MSW odour was detected by the assessors 

approximately 450 metres west from the entrance roadway to the plant along the 

intersection of Parramatta Rd & James Ruse Drive (Location 15). The exact source 

could not be determined but is likely to be from the plant given the odour’s similar 

characteristics to MSW. Conversely, TOU’s experience at other Waste Facilities has 

shown that on occasions Council Waste Trucks and the like can emit intermittent weak 

MSW odour as they commute to/from a facility that is briefly detectable by a receptor 

witnessing the truck passing-by. It is TOU’s experience that ambient odour intensities 

less than intensity score 3 (distinct) detected by a trained assessor, specifically 

looking for odour, are unlikely to be offensive or cause odour nuisance in an urban 

environment. 

 

No other identifiable plant odour could be detected at other locations.  The 

south/southeast direction of the wind restricted the survey to the north of the plant, 

extending to the north to north west side of Parramatta Road.  The field log sheets and 

odour impact map are attached as Appendix C. 
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3 RECOMMENDATIONS/FOLLOW-UP 

3.1 Fugitive emissions 

3.1.1 Transfer Building 

The on-going need to repair the rubber mats sealing the breezeway around the 

Transfer Building has been identified in earlier audits. While the previous audit 

conducted before this found them in good condition, other audits have found failures in 

the mat systems that needed attention. TOU suggests that the fallen mats identified 

around the breezeway be returned to the intended position and secured, and that 

those that are faulty be repaired. Additionally, repair and attention of the 

missing/damaged truck entrance strips should be carried out. 

 

All necessary follow-up repairs mentioned should be completed as soon as possible. 

 

3.1.2 Compactor Area 

The findings of the compactor investigation carried out by TOU independent of this 

audit identified the possibility of fugitive emissions from the compactor area. Good 

management practices should be maintained by regularly cleaning the compactor area 

as quickly as possible.  

 

A simple engineering mitigation measure for minimising the fugitive emissions from 

the compactor is to design a simple vent duct from the top of each compactor unit and 

direct the air to the inside of the building, or to the suction side of the stack fan. TOU 

can advise VES on this matter if required. 

 

Overall, this audit found that the operation and maintenance of the odour management 

system at the plant were mostly satisfactory.  Some improvements are required 

however to ensure the building breezeways are sealed and the truck entrance stripes 

are intact. Also, monitoring of odour emissions from the compactor should be 

incorporated into management practices. 
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Form 22 - Field Ambient Odour Assessment Log Sheet 
 

DATE: 02/11/2011 ASSESSOR:      M Assal and J Schulz WEATHER CONDITIONS: Lights conditions with South/Southeast winds 
 

GRID REF. 
POSITION 

TIME 
WIND 

DIRECTION 
WIND SPEED 

(m/s) 

ODOUR 
PRESENT 

Y / N 
ODOUR CHARACTER 

VDI 3940 
INTENSITY 
SCALE 0-6 

COMMENTS 

1 1520 S 2-3 N - 0 - 

2 1524 S/SE 2-3 N - 0 - 

3 1527 S/SE 2-3 N - 0 - 

4 1530 S/SE 2-3 N - 0 - 

5 1534 S/SE 2-3 N - 0 - 

6 1537 S/SE 2-3 N - 0 - 

7 1540 S/SE 2-3 N - 0 - 
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GRID REF. 
POSITION 

TIME 
WIND 

DIRECTION 
WIND SPEED 

ODOUR 
PRESENT 

Y / N 
ODOUR CHARACTER 

VDI 3940 
INTENSITY 
SCALE 0-6 

COMMENTS 

8 1543 S/SE 2-3 N - 0 - 

9 1546 S/SE 2-3 N - 0 - 

10 1551 S/SE 2-3 N - 0 - 

11 1556 S/SE 2-3 N - 0 - 

12 1602 S/SE 2-3 N - 0 - 

13 1609 S/SE 2-3 N - 0 - 

14 1615 S/SE 2-3 N - 0 - 

15 1620 S/SE 2-3 Y Municipal Solid Waste 2 
Intermittent 

 

 


